
FCA Reconfigure Loading Dock      Project No. 503-11-107 

James E Van Zandt VA Medical Center, Altoona, PA 

 

28 16 00-1 

 

SECTION 28 16 00 

INTRUSION DETECTION SYSTEM 

PART 1 – GENERAL 

1.1 DESCRIPTION  

A. Provide and install a complete Intrusion Detection System, hereinafter 

referred to as IDS, as specified in this section.  

B. This Section includes the following: 

1. Intrusion detection with system, including modification to intrusion 

sensors, detection devices, and communication links to perform 

monitoring, alarm, and control functions. 

1.2 RELATED WORK 

A. Section 01 00 00 - GENERAL REQUIREMENTS. For General Requirements.   

B. Section 07 84 00 - FIRESTOPPING. Requirements for firestopping 

application and use.   

C. Section 26 05 11 - REQUIREMENTS FOR ELECTRICAL INSTALLATIONS. 

Requirements for connection of high voltage.   

D. Section 26 05 21 - LOW VOLTAGE ELECTRICAL POWER CONDUCTORS AND 

CABLES (600 VOLTS AND BELOW). Requirements for power cables.   

E. Section 28 05 00 – COMMON WORK RESULTS FOR ELECTRONIC SAFETY AND 

SECURITY. Requirements for general requirements that are common to 

more than one section in Division 28.   

1.3 QUALITY ASSURANCE 

A. The Contractor shall be responsible for providing, installing, and the 

operation of the IDS as shown. The Contractor shall also provide 

certification as required.  

B. Addition to the security system shall be installed and tested to ensure 

all components are fully compatible as a system and can be integrated 

with all associated security subsystems, whether the security system is 

stand-alone or a part of a complete Information Technology (IT) 

computer network. 

C. The Contractor or security sub-contractor shall be a licensed security 

Contractor as required within the state or jurisdiction of where the 

installation work is being conducted.  

1.4 DEFINITIONS 

A. Controller:  An intelligent peripheral control unit that uses a 

computer for controlling its operation.  Where this term is presented 

with an initial capital letter, this definition applies. 

B. I/O:  Input/Output. 



FCA Reconfigure Loading Dock      Project No. 503-11-107 

James E Van Zandt VA Medical Center, Altoona, PA 

 

28 16 00-2 

 

C. Intrusion Zone:  A space or area for which an intrusion must be 

detected and uniquely identified, the sensor or group of sensors 

assigned to perform the detection, and any interface equipment between 

sensors and communication link to central-station control unit. 

D. LED:  Light-emitting diode. 

E. NEC:  National Electric Code 

F. NEMA:  National Electrical Manufacturers Association 

G. NFPA:  National Fire Protection Association 

H. NRTL:  Nationally Recognized Testing Laboratory.  

I. SMS:  Security Management System – A SMS is software that incorporates 

multiple security subsystems (e.g., physical access control, intrusion 

detection, closed circuit television, intercom) into a single platform 

and graphical user interface. 

J. PIR:  Passive infrared. 

K. RF:  Radio frequency. 

L. Standard Intruder:  A person who weighs 100 lb. or less and whose 

height is 60 in or less; dressed in a long-sleeved shirt, slacks, and 

shoes. 

M. Standard-Intruder Movement:  Any movement, such as walking, running, 

crawling, rolling, or jumping, of a "standard intruder" in a protected 

zone. 

N. TCP/IP:  Transport control protocol/Internet protocol incorporated into 

Microsoft Windows. 

O. UPS:  Uninterruptible Power Supply 

P. UTP:  Unshielded Twisted Pair 

1.5 SUBMITTALS 

A. Refer to Section 28 05 00, Part1 

B. Submit below items in conjunction with Master Specification Sections 01 

33 23, SHOP DRAWINGS, PRODUCT DATA, AND SAMPLES. 

C. Provide certificates of compliance with Section 1.3, Quality Assurance. 

D. Provide a shop drawing and as-built design package in both electronic 

format and on paper, minimum size 48 x 48 inches; drawing submittals 

shall be per the established project schedule. 

E. Shop drawing and as-built packages shall include, but not be limited 

to: 

1. Index Sheet that shall: 

a. Define each page of the design package to include facility name, 

building name, floor, and sheet number. 
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b. Provide a list of all security abbreviations and symbols.  

c. Reference all general notes that are utilized within the design 

package. 

d. Specification and scope of work pages for all security systems 

that are applicable to the design package that will:  

1) Outline all general and job specific work required within the 

design package. 

2) Provide a device identification table outlining device 

Identification (ID) and use for all security systems equipment 

utilized in the design package. 

2. Drawing sheets that will be plotted on the individual floor plans or 

site plans shall: 

a. Include a title block as defined above.  

b. Define the drawings scale in standard measurements.  

c. Provide device identification and location.  

d. Address all signal and power conduit runs and sizes that are 

associated with the design of the electronic security system and 

other security elements (e.g., barriers, etc.).  

e. Identify all pull box and conduit locations, sizes, and fill 

capacities. 

f. Address all general and drawing specific notes for a particular 

drawing sheet. 

E. Shop drawing packages shall be reviewed by the Contractor along with a 

VA representative to ensure all work has been clearly defined and 

completed. All reviews shall be conducted in accordance with the 

project schedule. 

F. Provide manufacturer security system product cut-sheets. Submit for 

approval at least 30 days prior to commencement of formal testing, a 

Security System Operational Test Plan. Include procedures for 

operational testing of each component and security subsystem, to 

include performance of an integrated system test. 

G. Submit manufacture’s certification of Underwriters Laboratories, Inc. 

(UL) listing as specified. Provide all maintenance and operating 

manuals per the VA General Requirements, Section 01 00 00, GENERAL 

REQUIREMENTS.  

H. Completed System Readiness Checklists provided by the Commissioning 

Agent and completed by the contractor, signed by a qualified technician 

and dated on the date of completion.  
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1.6 APPLICABLE PUBLICATIONS 

A. The publications listed below (including amendments, addenda, 

revisions, supplement, and errata) form a part of this specification to 

the extent referenced. The publications are referenced in the text by 

the basic designation only. 

B. American National Standards Institute (ANSI)/Security Industry 

Association (SIA): 

PIR-01-00...............Passive Infrared Motion Detector Standard - 

Features for Enhancing False Alarm Immunity 

CP-01-00................Control Panel Standard-Features for False Alarm 

Reduction 

C. Federal Communications Commission (FCC): 

(47 CFR 15) Part 15.....Limitations on the Use of Wireless 

Equipment/Systems 

D. National Electrical Manufactures Association (NEMA):  

250-08..................Enclosures for Electrical Equipment (1000 Volts 

Maximum) 

E. National Fire Protection Association (NFPA): 

70-11...................National Electrical Code  

731-08..................Standards for the Installation of Electric 

Premises Security Systems 

F. Underwriters Laboratories, Inc. (UL): 

464-09..................Audible Signal Appliances 

609-96..................Local Burglar Alarm Units and Systems 

634-07..................Standards for Connectors with Burglar-Alarm 

Systems 

639-07..................Standards for Intrusion Detection Units 

1037-09.................Standard for Anti-theft Alarms and Devices 

1635-10.................Digital Alarm Communicator System Units 

G. Uniform Federal Accessibility Standards (UFAS), 19841. 

1.7 COORDINATION 

A. Coordinate arrangement, mounting, and support of intrusion detection 

system equipment: 

1. To allow maximum possible headroom unless specific mounting heights 

that reduce headroom are indicated. 

2. To provide for ease of disconnecting the equipment with minimum 

interference to other installations. 
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3. To allow right of way for piping and conduit installed at required 

slope. 

4. So connecting raceways, cables, wireways, cable trays, and busways 

will be clear of obstructions and of the working and access space of 

other equipment. 

B. Coordinate installation of required supporting devices and set sleeves 

in cast-in-place concrete, masonry walls, and other structural 

components as they are constructed. 

1.8 EQUIPMENT AND MATERIALS 

A. General 

1. All equipment associated within the IDS shall be rated for 

continuous operation. Environmental conditions (i.e. temperature, 

humidity, wind, and seismic activity) shall be taken under 

consideration at each facility and site location prior to 

installation of the equipment. 

2. All equipment shall operate on a 120 volts alternating current 

(VAC); 60 Hz AC power system unless documented otherwise in 

subsequent sections listed within this specification. All equipment 

shall have a back-up source of power that will provide a minimum of 

96 hours of run time in the event of a loss of primary power to the 

facility. 

3. The system shall be designed, installed, and programmed in a manner 

that will allow for ease of operation, programming, servicing, 

maintenance, testing, and upgrading of the system. 

4. All equipment and materials for the system will be compatible to 

ensure functional operation in accordance with requirements. 

1.9 WARRANTY OF CONSTRUCTION. 

A. Warrant IDS work subject to the Article “Warranty of Construction” of 

FAR 52.246-21. 

B. Demonstration and training shall be performed prior to system 

acceptance.   

 

PART 2 – PRODUCTS 

2.1 FUNCTIONAL DESCRIPTION OF SYSTEM 

A. Supervision:  System components shall be continuously monitored for 

normal, alarm, supervisory, and trouble conditions.  Indicate deviations 

from normal conditions at any location in system.  Indication includes 
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identification of device or circuit in which deviation has occurred and 

whether deviation is an alarm or malfunction. 

1. Alarm Signal:  Display at central-station control unit and actuate 

audible and visual alarm devices. 

2. Trouble Condition Signal:  Distinct from other signals, indicating 

that system is not fully functional.  Trouble signal shall indicate 

system problems such as battery failure, open or shorted 

transmission line conductors, or controller failure. 

B. System Control:  Central-station control unit shall directly monitor 

intrusion detection units and connecting wiring. 

C. System shall automatically reboot program without error or loss of 

status or alarm data after any system disturbance. 

D. Response Time:  2 seconds between actuation of any alarm and its 

indication at central-station control unit. 

E. Circuit Supervision:  Supervise all signal and data transmission lines, 

links with other systems, and sensors from central-station control 

unit.  Indicate circuit and detection device faults with both protected 

zone and trouble signals, sound a distinctive audible tone, and 

illuminate an LED.  Maximum permissible elapsed time between occurrence 

of a trouble condition and indication at central-station control unit 

is 20 seconds.  Initiate an alarm in response to opening, closing, 

shorting, or grounding of a signal or data transmission line. 

2.2 SYSTEM COMPONENT REQUIREMENTS 

A. Compatibility:  Detection devices and their communication features, 

connecting wiring, and central-station control unit shall be selected 

and configured with accessories for full compatibility with the 

following equipment: 

1. Intrusion detection motion sensors 

2.3 CONTROL PANEL 

A. The Control panel shall be the main point of programming, monitoring, 

accessing, securing, and troubleshooting the IDS.  Refer to American 

National Standards Institute (ANSI) CP-01 Control Panel Standard-

Features for False Alarm Reduction.  

 

 

2.4 INTERIOR DETECTION DEVICES (SENSORS) 

A. The IDS shall consist of interior, exterior, and other detection 

devices that are capable of:  
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1. Locating intrusions at individually protected asset areas or at an 

individual portal; 

2. Locating intrusions within a specific area of coverage;  

3. Locating failures or tampering of individual sensors or components. 

B. Provide and adjust for devices so that coverage is maximized in the 

space or area it is installed in. For large rooms where multiple 

devices are required, ensure device coverage is overlapping.  

C. Detection sensitivity shall be set up to ensure maximum coverage of the 

secure area is obtained while at the same time limiting excessive false 

alarms due to the environment and impact of small animals. All 

detection devices shall be anti-masking with exception of video motion 

detection. 

D. Dual sensor technology shall be used when possible. Sensor technology 

shall not be of the same type that is easily defeated by a single 

method. This will reduce the amount of false alarms. 

E. Interior Environmental Conditions: Systems shall be able to operate in 

environmentally protected interior areas and shall meet operational 

performance requirements for the following ambient conditions: 

1. If components are installed in unheated areas they shall be able to 

operate in temperatures as low as 0 F; 

2. Interior Sensor Environmental Characteristics: 

Temperatures 32F to 120 F 

 

Pressure Sea Level to 15,000 ft. above sea 

level 

Humidity 5% - 95% 

Fungus Components of non-fungus nutrient 

materials 

Acoustical Noise Suitable for high noise environments 

above 100db 

 

F. Passive Infrared Motion Sensors (PIR) 

1. These sensors shall detect an intruder presence by monitoring the 

level of infrared energy emitted by objects within a protected zone 

and meet ANSI PIR-01 Passive Infrared Motion Detector Standards 

Features for Enhancing False Alarm Immunity. An alarm shall be 

initiated when motion and temperature changes within set patterns 

are detected as follows.  
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2. The detector shall provide multiple detection zones distributed at a 

variety of angles and distance. 

3. Sensors shall be passive in nature; no transmitted energy shall be 

required for detection.  

4. Sensors shall be sensitive to infrared energy emitted at wavelengths 

corresponding to human body and other objects at ambient 

temperatures.  

5. Sensors shall not alarm in response to general area thermal 

variations and shall be immune to radio frequency interference.  

6. Sensors shall not be susceptible to changes in temperature due to an 

air conditioner being turned on or off. 

7. Sensors shall be housed in a tamper-alarmed enclosure.  

8. Sensor detectors shall include motion analyzer processing, 

adjustable lens, and walk test LED’s visible from any angle.  

9. Sensors shall provide some means of indicating an alarm condition 

during installation and calibration. A means of disabling the 

indication shall be provided within the sensor enclosure.  

10. Sensor detectors shall include a motion monitoring verification 

circuit that will signal trouble or alarm if the detector fails to 

detect motion for an extended period. 

11. PIR Technical Characteristics:  

Power Six (6) – 12 VDC 

25 mA continuous current draw 

38 mA peaks 

Alarm Velocity Five (5) ft. at a velocity of 0.1 ft. 

per second, and one (1) step per 

second, assuming 6 in. per step. 

Also, faster than 1 foot per second, 

up to 10 feet per second 

Maximum detection 

range 

35 ft. 

Frequency range- non 

activation or setup 

use 

26 to 950 MHz using a 50 watt 

transmitter located 1 ft. from the 

unit or attached wiring 

Infrared detection 3°F different from the background 

temperature 

Detection Pattern 180 degrees for volumetric units, non 

PIR 360 

PIR 360°Detection 

Pattern 

Programmable 60 detection zones 

including one directly below 

Mounting Ceiling and walls 
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Ceiling heights Eight (8) ft. – 18 ft 

Sensitivity 

adjustments 

Three (3) levels 

 

PART 3 - EXECUTION 

3.1 INSTALLATION 

A. The Contractor shall install all system components including VA 

furnished equipment, and appurtenances in accordance with the 

manufacturer's instructions and shall furnish all necessary connectors, 

terminators, interconnections, services, and adjustments required for a 

complete and operable system.  

B. For reprogramming purposes, the Contractor shall refer to the 

manufacturer’s requirements and Contracting Officer instructions for 

correct system operations. This includes ensuring computers being 

utilized for system integration meet or exceeds the minimum system 

requirements outlined in the IDS software packages. 

C. Product Delivery, Storage and Handling: 

1. Delivery: Deliver materials to the job site in OEM's original 

unopened containers, clearly labeled with the OEM's name, equipment 

model and serial identification numbers, and UL logo. The 

Contracting Officer may inventory the IDS equipment at the time of 

delivery and reject items that do not conform to this requirement. 

2. Storage and Handling: Store and protect equipment in a manner that 

will preclude damage as directed by the Contracting Officer. 

D. Cleaning and Adjustments:  

1. Cleaning: Subsequent to installation, clean each system component of 

dust, dirt, grease, or oil incurred during installation in 

accordance to manufacture instructions. 

2. Prepare for system activation by following manufacturer’s 

recommended procedures for adjustment, alignment, or 

synchronization.  Prepare each component in accordance with 

appropriate provisions of the component’s installation, operations, 

and maintenance instructions.  

E. Unique IDS Installation Components: 

1. Passive Infrared Detectors: (PIR)  

a. The protective beam shall be focused in a straight line.  

b. Installed beam distance from transmitter to receiver shall not 

exceed 80% of the manufacturer's maximum recommended rating.  
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c. Mirrors may be used to extend the beam or to establish a network 

of beams. Each mirror used shall not lower the rated maximum 

system range by more than 50%.  

d. Mirrors and photoelectric sources used in outdoor applications 

shall have self-heating capability to eliminate condensation and 

shall be housed in weatherproof enclosures. 

3.2 WIRING INSTALLATION 

A. Wiring Method:  Install wiring in raceways except in accessible indoor 

ceiling spaces and in interior hollow gypsum board partitions where 

cable may be used.  Conceal raceways and wiring except in unfinished 

spaces and as indicated.  Minimum conduit size shall be 3/4 inch.  

Control and data transmission wiring shall not share conduit with other 

building wiring systems. 

B. Wiring Method:  Cable, concealed in accessible ceilings, walls, and 

floors when possible. 

C. Wiring within Enclosures:  Bundle, lace, and train conductors to 

terminal points.  Use lacing bars and distribution spools.  Separate 

power-limited and non-power-limited conductors as recommended in 

writing by manufacturer.  Install conductors parallel with or at right 

angles to sides and back of enclosure.  Connect conductors that are 

terminated, spliced, or interrupted in any enclosure associated with 

intrusion system to terminal blocks.  Mark each terminal according to 

system's wiring diagrams.  Make all connections with approved crimp-on 

terminal spade lugs, pressure-type terminal blocks, or plug connectors. 

D. Wires and Cables: 

1. Conductors:  Size as recommended in writing by system manufacturer, 

unless otherwise indicated. 

2. 120-V Power Wiring:  Install according to Division 26 Section "LOW-

VOLTAGE ELECTRICAL POWER CONDUCTORS AND CABLES," unless otherwise 

indicated. 

E. Splices, Taps, and Terminations:  Make connections only on numbered 

terminal strips in junction, pull, and outlet boxes; terminal cabinets; 

and equipment enclosures. 

3.3 GROUNDING 

A. Ground system components and conductor and cable shields to eliminate 

shock hazard and to minimize ground loops, common-mode returns, noise 

pickup, cross talk, and other impairments. 
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3.4 STARTUP AND TESTING 

A. The Commissioning Agent will observe startup and contractor testing of 

selected equipment.  Coordinate the startup and contractor testing 

schedules with the Resident Engineer and Commissioning Agent.  Provide 

a minimum of 7 days prior notice. 

3.5 TESTS AND TRAINING 

A. All testing and training shall be compliant with the VA General 

Requirements, Section 01 00 00, GENERAL REQUIREMENTS. 

B. Provide services of manufacturer’s technical representative for 24 

hours to instruct VA personnel in operation and maintenance of units. 

 

-----END---- 


